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NOTES:

SPECIFICATIONS:

1. ACID NEUTRALIZATION TANK T&C PLASTICS 
MODEL #_____ WITH MODEL RLS-50 LIMESTONE 
CHIPS.

2. SAMPLING TANK T&C PLASTICS MODEL NT-_____ 
WITH PH ELECTRODE.

3. PH MONITORING PANEL T&C PLASTICS PHCP-100 
SERIES - SEE TOP RIGHT FOR OPTIONS.

4. POLYPROPYLENE SHUT OFF VALVE T&C 
PLASTICS MODEL PPV-________.

5. ACID WASTE VENT OUT.

6. SANITARY HOUSE TRAP OR RUNNING TRAP WITH 
SANITARY VENT.

NOTES:

A. THE PLUMBING CONTRACTORS SHALL FURNISH 
AND INSTALL THE ACID NEUTRALIZATION TANK, 
LIMESTONE CHIPS, SAMPLING TANK, PH 
MONITORING ALARM SYSTEM, AND MAKE ALL 
REQUIRED PIPING CONNECTIONS.

B. THE ELECTRICAL CONTRACTOR TO PROVIDE 
ELECTRIC POWER TO CONTROL PANEL AND ANY 
NECESSARY CONDUIT FOR SENSORS OR 
ELECTRODE WIRES.

C. STAND FOR SAMPLING TANK BY OTHERS.
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CONTROL PANEL OPTIONS:

1. PHCP-100-SINGLE POINT
PH MONITOR

2. PHCP-100-R-SINGLE
POINT PH MONITOR
IWTH DATALOGGER
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